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BSTRACT

The purpose of this report is to review technical specifications for
emergency diesel generators in the context of new information developed in the
Nuclear Plant Aging Research Program and the application of current NRC regu-
latory concepts and knowledge. Aging and reliability relationships related to
the standard technical specifications are reviewed and supported by data and
published information to ensure that conservative and beneficial specifica-
tions are identified. Where technical specifications could adversely
influence aging and reliability, the technical issues and reasonable alter-
natives are identified for consideration.

This report documents and spans the technical progress from the published
and approved regulatory documents to the current knowledge basis. This
ensures that the technical bases for the technical specifications discussed
are documented and relatively complete subject information is contained in one
document. ' '

-The Pacific Northwest Laboratory (PNL) has participated in the Nuclear
Plant Aging Research (NPAR) Program directed by the Nuclear Regulatory Commis-
sion’s (NRC) Office of Nuclear Regulatory Research, Division of Engineering.
The NPAR study of emergency diesel generator aging was performed in two
phases. In Phase I, plant operating experience, data, expert opinion and
statistical methods were used to produce a new data base related to aging,
-reliability, and operational readiness of nuclear service diesel generators.
Phase II was chiefly concerned with aging mitigation measures.
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+ SUMMARY -

The Pacific’ Northwest Laboratory. (PNL) has been studying the aging of .
Emergency Diesel Generators (EDGs) for several years.in support of NRC
research .efforts. . Insights have ‘been obtained indicating many opportunities
exist for .improved management of EDG systems including the influence of
existing technical specifications Technica] spec1f1cat1ons could be modified
to yield significant safety benef1ts in the reduct1on of direct aging effects
and increased .system re11ab1]jty Thls wou]d support the re]1ab111ty 1mprove-

ments proposed in draft Regu]atory Gulde, 1. 9 Revision 3 Sect1on, De31gn,
gua11f1cat]on, Test1ng and Re11ab111tv of D1ese1 Generator Un1ts Used as Class

1E Ogslte Electr1c Power Systems ﬂuclear Eower Plant

Potential technical specification changes that wou]d result in the most
beneficial engine improvements for aging and reliability results are:

‘o Significantly reduce :‘the .number.of total engine 'starts

:i”_Reduce the ‘load app11cat1on rates for test1ng purposes and gradua]]y
‘add Toad .to the engine ..= 7. : : _

- Reduce the ‘EDG test1ng Toads to '90% of ‘the continuous 1oad rat1ng or
to the plant emergency ‘unit-load, whichever is Tess®

e Increase the max1mum EDG start t1me to 25 to 30 second range

. Make necessary changes to support the re11ab111ty emphas1s of
S Regu1atory Gu1de 1 Revision 3 and delete stat1st1ca1 emphas1s

. Address fue1 011 storage to perm1t stat1on flex1b111ty and the use
of a 1arger fraction of stored fuel before replacement -

"."E11m1nate many unnecessary and'part1a11y ‘redundant tests and:engine
starts. in.the;18-month -test. perlod -as :well:as those due 'to ;false
~ ESF, S1gnals : .

o : Eliminate, where poss1b1e, short .engine.run t1mes and excessive: 1d1e

: _time. R S ot ey =

~ The.technical: bas1s for changes to: the technical. spec1f1cat1ons to av01d
aging and- improve reliability have-been identified,:researched and reported by
the NPAR Program, Diesel Generator Task. The Electric Power Research Insti-

tute (EPRI) and the Nuclear Safety Analysis Center (NSAC), operated by EPRI,



have sponsored research and reported important results applicable to technical
specification improvement. Another major contributor to the technical basis
for potential improvements has been the NRC staff, Nuclear Management
Resources Council, SAIC, and others working on engine reliability issues and
the process of development of Regulatory Guide 1.9, Revision 3. The refer-
ences for this report document additional technical information sources.

In NSAC/96 which is discussed in Section 4.1 in this report, the Nuclear
Safety Analysis Center in their "NSAC Perspectlve introduct1on cited fast
starts, fast 1oad1ng and the large number of tests as acting to increase
diesel generator stress and wear. The PNL data eonf1rms this 1ist and adds
excessive testing loads as another important stressor. The important concern
is that these stressors are all imposed on the licensees by current NRC guide-
Tines and technical specifications.

In the NPAR PrOgram emergency diesel generator aging study, the overall
objective was to provide information to assist regulatory organizations and
plant operators to understand the role of aging in emergency diesel genera-
tors. The study was performed in two phases. Phase I provided general
background material for this report. It defined which diesel generator system
components fail and the causes of the observed failures. The principal
accomplishment of Phase II was to develop lnformation and recommendations to
assist regu]atory organizat1ons and plant operators to improve diesel gen-
erator re]1ab111ty and the management of aging. These activities have been
performed with interaction with the NRC staff, lndustry, and code and stan-
dards committees.

The 10 to 12 second starting time followed by very rapid loading imposed
by the typical plant technical specification has many negative technical
safety implications. Recently, the NRC permitted a new, more realistic,
approach for performing LOCA analyses. Under sponsorship of the Nuclear
Safety Analysis Center (NSAC), studies were performed by General Electric and
Westinghouse to investigate the safety implications of this more realistic
analysis and calculation method for the emergency diesel generator starting
time.
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- Both studies revealed that considerable relaxation of the current
10-second starting time requirements may be possible. The results of the BWR
study. 1nd1cated ‘that the start time cou1d be 1ncreased to 118 seconds for a
typical BHR/G W1thout peak fue1 temperatures exceed1ng the 2200 F 11m1t The
- results further show that for a 1600 F peak c]addIng temperature, the d1ese1
;generator start time can be 70 seconds The PHR study conc]uded that a d1ese1
start de]ay of 30 seconds was defendabIe W1th acceptable 1icensing ca1cu1a-
ft1ons Longer de]ays may be poss1b1e

"The most-1ikely ‘emergency: e1ectr1ca] -power need for nuclear power plants
is the emergency developed-for loss of.offsite ac power (LOOP), but the plant
remains fully:functional otherwise.: This is the chief mission for the Emer-

.- -gency.-Diesel Generator System.  With:.over 1000:reactor.years of operat1ng his-

‘tory without a Targe-break event -Loss-of:Coolant- (LOCA) for pr;mary;waterp,
containment and with the recent 10 CFR 50 General Design Criterion 4 (leak-
before-break) rulemaking, the PNL study results lead to a conclusion that the
true mission envelope for the diesel-generator may be redefined with conse-
quential benefits. The most realistic mission envelop appears to be:

o Reliability
- very high, greater than 0.95 for each engine

o Duration
- three to four days appears adequate

o Start Time
- thirty seconds is an acceptable compromise with conservative mar-
gins. If Leak-Before-Break considerations are extended to the EDG
system, a start time of 1 minute should be acceptable.

e Engine Load
- The emergency ac electrical load for design should be in the range
of 70 to 90% of the EDG continuous rating.

- For testing, the Toad should be the emergency ac electrical Toad or
90% of the continuous rating, whichever is less.

Current NRC guidelines and technical specifications tend to focus on the
hypothetical situation where both LOOP and LOCA events occur. Design con-
siderations, engine purchase specifications, instrumentation logic, and
periodic testing are all intended to mitigate this very rare postulated
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accident. Unfortunately, in doing so EDGs are subjected to many conditions
that are harmful to aging and reliability concerns.

This report outlines a'cbmprehensive analysis of the technical factors
that apply to the Standard Techn1ca1 Specifications and how safety may be
positively influenced by con51dering certain modifications to these specifica-
tions. It attempts to integrate the EDG mission and reliability requirements
into a balanced regulatory ‘overview process and suppiy appropriate information
allowing the NRC staff to select technical specifications options to achieve
these goals. Because this document spans the technical progress from pub-
Tished and released regulatory documents to the present knowledge basis, some
NRC current activities are discussed and presented. The purpose of this
approach is to ensure that all applicable information needed for the technical
specification improvement of the diesel generator system is included in this
document.
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~ 1.0 glNTRODUCTION s

The Pacific Northwest Laboratory (PNL) was se]ected to part1c1pate in the
Nuclear Plant Aging Research (NPAR) Program by the Nuc]ear Regu]atory Commis-
sion’s (NRC) Office of Nuc]ear Regu]atory Research, D1v151on of Eng1neer1ng
The NPAR study of- Emergency Diesel Generator (EDG) ag1ng was performed in two
phases.. In Phase I, plant operating exper1ence, data, expert op1n1on and sta-
:,t1st1ca1 methods were used to produce a .new data base re1ated to ag1ng, re11-
- ability, and operat1ona1 read1ness of nuc]ear serV1ce d1ese1 generators._
Phase -II was chiefly concerned w1th aglng m1t1gat1on measures Phase I pro-
.gram results.of, assessments of ag1ng exper1ence have been pub]1shed
(Hoopingarner et;al.. 1987 Vo1 1 and 2) Methods for test1ng and ag1ng m1t1-
-gation (Hoop1ngarner et al. 1989) have been pub11shed as part of the Phase I1
work for the diesel generator task )

. The purpose of. th1s report 1s to rev1ew pub]1shed technical speC1f1ca-
tions re]ated to a new proposed management test1ng and ma1ntenance program
for emergency d1ese1 generators that was deve]oped as a product of Phase II.
Aging and re11ab111ty re1at1onsh1ps to the Standard Techn1ca1 Spec1f1cat1ons
are reviewed and supported by data and pub11shed 1nformat1on to ensure that
beneficial spec1f1cat1ons are 1dent1f1ed Where techn1cal spec1f1cat1ons
could adversely influence aging and re11ab111ty, the technical issues and
a]ternat1ves are also 1dent1f1ed for consideration.

'1 1 BACKGROUND

The h1stor1ca] approach taken by NRC for assur1ng d1ese1 generator relia-
‘bility had. the obJect1ve of deve10p1ng stat1st1ca1 data on the past fast _
- .starting and load1ng of. the d1ese1 generator un1ts This was supported by
Standard Techn1ca1 Spec1f1cat1ons, that deta11ed the fast start1ng and 1oad1ng
:cond1t1ons to be achieved. However, th1s approach prov1des no 1nformat1on on
. -the:long- term degradat1on of ‘the performance of components and related systems
- which could 1ead to future fa11ures and wh1ch cou]d be corrected before an
actual fa11ure occurred or before a un1t's re]1ab111ty was comprom1sed “The
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detection time to statistically determine unacceptable performance deteriora-
tion is considered to be excessive for regulatory purposes.

In 1977, Regu]atory Guide 1.108 (Rev. 1) was jssued and it defined a
routine testing schedu]e that related the test1ng frequency to the number of
failures being exper1enced This guide requires the diesel generators to be
"fast cold” started at 1ntervals of at Teast 31 days. If two failures are
exper1enced in the last 100 valid tests, then the maximum test interval is
decreased to 14 days. If three failures are experienced in the Tast 100 valid
4starts, the maximum test interval is further decreased to 7 days. Finally, if
four or more faifufes are expeﬁienced in the last 100 valid tests, starting
tests must be performed at 1eest every three days. The requisites for a valid
test are delineated in the guide. The thrust of this requirement was intended
to encourage utilities with diesel generators with high failure rates to make
improvements to avoid the high costs of frequent starting tests. )

"Fast, co]d",startihg'refers to plant technical specification require-
ments that the'engtne be started within approximately 10 seconds from ambient
conditions and fﬁi]y loaded in about 60 seconds. The start time and full-
1oad time was not specif1ed in Regulatory Guide 1.108 but was determined from
adm1tted1y conservative fue1 cladding temperature calculations defined in
10 CFR 50, Appendix K. These requirements were then made a part of each
plant’s technical specifications.

The NRC has recognized the possibility of detrimental effects of the very
testing that was originally meant to assure the diesel generators’ reliabil-
ity. In December of 1983 Generic Letter 83-41 was issued which requested
Ticensees to prOV1de 1nformat1on related to potent1a] detrimental effects of
"fast, cold" starts. This letter was followed by Generic Letter 84-15 in July
1984 which described changes in requirements to improve diesel generator reli-
ability. This action requested that the licensees take action to reduce
"fast, cold” starting tests and encouraged them to propose technical specifi-
cation changes. The generic'letter also described a goal-oriented reliability
_program developed by the staff and invited licensee comments on this program.

In response to these historical conditions, the NRC staff has in addition
acted by the issue of Regulatory Guide 1.155, "Station Blackout™ in August,
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1988 which identifies a need for a reliability program. This reliability
program for emergency diesel generators is designed to maintain and monitor
reliability Tevels selected for compliance with the Station Blackout Rule
10 CFR 50.63 (6/68). '

Regulatory Guide 1.9, Revision 3, "Section, Design, Qualification, Test-
ing, and ReTiabiTity of Diesel Generator Units Used as Onsite Electric Power
Systems at Nuclear Power Plants” is in the final NRC approval process. It
integrates into a single guide pertinent guidance previously addressed in
Regulatory Guides 1.108, 1.9 Revision 2 and Generic Letter 84-15. Regulatory
Guide 1.108 will be withdrawn after the issue of Regulatory Guide 1.9, Revi-
sion 3. The new guide is consistent with industry needs and with the recom-
mendations contained in the NPAR study (Hoopingarner et al. 1989). Many prior
operational and testing practices deleterious to engine reliability and life,
such as cold fast starts, have been deleted from the new guide.

Although the NRC is moving away from frequent fast-starting requirements
and allowing some slower loading testing, the technical specifications for the
majority of U.S. nuclear power stations still define fast, cold starting and
rapid loading for monthly tests of diesel generators. In addition, at the
present time, most stations have not installed the necessary hardware modifi-
cations to permit both slower loading and fast-start response of the diesel-
generator system.

The focus of the following sections in this technical evaluation report
will be to review existing and proposed technical specifications and to ensure
that balance and consistency are outlined in the consideration of specifica-
tion details. The broad intent within the NRC to improve diesel generator
reliability should be supported by Standard Technical Specifications that are
defendable and also tend to reduce aging and reliability effects.
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. 2.0 DIESEL GENERATOR TECHNICAL SPECIFICATIONS

The NPAR study developed information on the aging of diesel generator
systems and the deta11ed causes of the observed degradation. It was rela-
t1ve1y easy to deve]op the relat1onsh1p between ag1ng and re11ab111ty during
w:-the study, which is d1scussed 1n Section 2 2. It was much more d1ff1cu1t to
obtain . the data and 1nformat1on to 11nk the prov1s1ons of standards, gu1des,
and .the Standard Techn1ca1 Spec1f1cat1ons to ag1ng concerns '

- This-section presents a-review.of: the content of -an ex1st1ng represen-
tative technical specification ‘and:a:technical-evaluation of it by expert
diesel generator consultants. Aging and-reliability relationships for pres-
ently known ag1ng influences of selected techn1ca1 specification provisions
are d1scussed Th1s sect1on concludes w1th a out11ne of potent1a1 benef1c1a1

techn1ca1 changes that avo1d or reduce ag1ng stressors The data and study
| resu]ts more, often 1nd1cate the d1rection of benef1c1a1 changes rather than
conflrm numbers or absolute va]ues of such changes

2.1 REVIEW OF PRESENT SPECIFICATION CONTENT

Independent EDG experts have ass1sted the PNL staff dur1ng the perfor-
Amance of the Phase I’ and I1 NPAR stud1es rélated to diesel- -generator ‘aging.
fAs a resu]t they were’ qua11f1ed to review the standard technical: specifica-
tions and ‘make Judgments as- to the ag1ng 1nf1uences of the present spec1f1ca-
tion guidelines. s R :

Three of these consultants were selected to review each current spec1f1-
cation requirement and to determine the aging 1nf1uence ‘of these’ requ1re-
ments. The direction given to the consultants was to evaluate each
specification item and.to make a:judgment as to:its most 1ikely effect on
known aging factors. The 1ntended_resu1t was_to place each specification
requirement into a positive, negative, or neutral aging category A positive
category was defined as either preventwng aging or detecting EDG deterioration
without known harmful infiuences or testing conditions. A negative category
would be where rap1d wear, ag1ng, ‘or other deter10rat1on cou]d be reasonably
projected as a consequence of the spec1f1cat1on requ1rement 'R neutral
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-requirement is one were there is no aging influence on the hardware such as a
requirement to report failures to the NRC, or to have a certain number of EDG
units.

The NRC staff is present]y involved in a program to improve the technical
specifications, including those addre531ng emergency diesel generators. The
technical specificat1on review by the EDG consultants is intended to evaluate
the aging and reliability influence of the present Standard Technical Speci-
fications. Any proposed changes by the NRC staff can ‘then be compared to
existing specifications and the evaluation comments shown below by the con-
sultants. This should give a sound technical basis to the improvement ini-
tiative for technical specifications.

For the purpose of this techn1ca1 eva1uation, the provisions of the ac
port1on of the Standard Techn1ca1 Specif1cat1ons are similar for all four
common reactor vendor variat1ons The representat1ve technica] specification
selected for review and comment is NUREG- 0452, Standard Technical Specifica-
tions for Westinghouse Pressurized Water Reactors. Comments are limited to
the Electrical Power Systems and the ac portion of it.

3/4.8.1 A. C. Sources from NUREG-0452

The following outline of the present specification paraphrases the
requirements and lists the chief items cited. After each 1listing are the
PNL staff and consultants comments. Copies of NUREG-0452 are readily
available for comparison to the latest text.

SPECIFICATION OUTLINE
LIMITING_CONDITION: FOR OPERATION

3.8.1.1 Minimum operable ac sources are defined:
a. Two independent offsite circuits
b. Two independent diesel generators.
Comment: These were judged to be neutral for aging. However, the

minimum amount of fuel may have aging and reliability considera-
tions. This is addressed in Section 2.3.
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Action

a. If one diesel or one ‘offsite circuit'is lost, surveillances
4.8.1.1.1.a and 4.8.1.1.2.a.4 are to be performed within an
- hour and each:8 hours thereafter, 72 hour time Timit to pro-
gressively proceed to mode 3, and mode 4.

" “'Comment: -Surveillance ‘4.8:1.1.1.a judged to be neutral, surveil-
lance 4.8.1.1.2.a.4 judged to be negative.. A fast -engine start has
been shown to be harmful (Hoopingarner, et. al. '1989). Even a
slower start with a prelube-period-has significant effects on
certain components. All time periods specified.are aging neutral.

'b. If one.diesel.andione offsite circuit are lost, surveillances
~4.8.1.1.1.a.and 4.8.1.1.2/a.4 -are ‘to be performed within an
‘hour and each 8 hours thereafter, 12- hour time ‘1imit to
progre551ve1y proceed to mode 3 and 4 :

Comment: Same as Action item a

f?,»'»

c. Nith one diesel 1noperab1e in addition to a or b above

1._ Verify that the remaining diesel and ac driven components
are operable (implies 3 diesels if b is 1nvo1ved, since
"both and” < define that an, EDG is- 1ost) '

2. Verify that steam driven aux111ary feed pump is operable.

Two hour time 11m1t to be 1n mode 3 and 30 hours
to be 1n mode 5 g o . U

Comment. A11 sections and time periods spec1f1ed were judged to be
aging neutral. This assumes that verification does not imply actual
operations o R ; ‘

d. If two off31te circuits are Tost, surve111ance 4.8.1.1.2.a.4 is
to be performed (if 3 offsite circuits are available otherwise
the EDGs are operating:to prevent -station blackout) 24 hour
time 1im1t

Comment: Same as action item a, where the p]ant has three or more

offsite circuits.:: Does not:apply for two offsite circuits.

e. . 'If two diesels are -inoperable, .surveillance 4.8.1.1.1.a is to
. be performed within 1 hour. and each:8 hours thereafter, 2 hour
time Timit to progressively proceed to modes 3 and 5.

Comment: Surveillance 4.8.1.1.1.a was judged to be positive.

AR T )
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SURVEILLANCE REQUIREMENTS
4.8.1.1.1 Each offsite independent circuit shall be:

a. Determined operable by breaker alignment and indicated power,
each 7 days.

Comment: Was judged to be positive, and is an example of non-
intrusive monitoring.

b. Demonstrated operable by actual use each 18 months (during
shutdown).

Comment: Was judged to be positive overall, but it would cause some
aging of the breakers. The 18 month period is appropriate to ensure
that the alternate offsite power source will actually deliver power
and that aging failures have not occurred. The frequency, at 18
months, is not enough to wear out the breakers.

4.8.1.1.2 Each diesel generator shall be demonstrated operable by:
a. Table 4.8.1 frequency and a stéggered test basis defined.
TABLE 4.8-1. Describes the Test Schedule Frequency Related to the Number of
EDG Failures in the Last 100 Valid Tests
for 0 and 1 failures the test frequency is 31 days
for 2 the test frequency is 14 days

for 3 the test frequency is 7 days
for 4 or more the test frequency is 3 days.

Comment: Testhfrequencies were judged to be negative. References:
Beard J. T. September 1982, and Hoopingarner et. al. December 1989,
further document the aging influence of too frequent testing.
1. check fuel Tevel in engine day tank
2. check fuel Tevel in storage tanks
3. check fde1 transfer bump operation
4, fast start the EDG from ambient condition to rated speed
within 10 to 12 seconds, achieving rated voltage and
frequency.
5. fast load the EDG to greater than or equal to the

continuous rating within the rated time (about 60
seconds), 1 hour operation minimum
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6. check the alignment:of the IE power breakers.

Comment: -a.1,2,3:and 6:were Jjudged to be positive. a.4 and 5
‘were judged to be negative. Fast starting and loading spec-
‘ified by:a.4 and:5.as written have been recognized by the NRC
-and industry as being harmful and need reassessment for
reguliatory value. AR

b. - After operation =1 hour and each:month checking for and
' remov1ng water from engine day tank(s)

» Comment Judged to be pos1t1ve

c. " Once per 92 days and for new fue], samp]e and test the fuel oil
- for water, sediment, viscos1ty and 1mpur1t1es

Comment~ Judged to be pos1t1ve - 3- ‘
, d.,t Once per 18 months dur1ng shutdown do the fo1IOW1ng

1. 1nspect the diese1 in accordance with procedures and
manufacturer s recommendat1ons

2. check ‘the EDG capab111ty to reJect the Targest emergency
single load and maintain voltage and frequency without
exceed1ng over speed set po1nts

3. check the EDG capab111ty to reJect the entire continuous
~ Toad rating w1thout an over-speed tr1p, maximum voltage
, a]so spec1f1ed

?Comment Item d 1 was Judged to be pos1t1ve d.2 and 3 were
judged to be negative as written, but there is a positive
governor check1ng role: for a mod1f1ed spec1f1cat1on This is
discussed in Section 2.3.

4. simulate:loss ‘of :offsite power and:.
" a. check the IE busses for load shedd1ng

b. check for successfu1 EDG fast starting and fast
- loading with a.run time of -5 minutes or greater,
vo1tage and frequency are spec1f1ed

5. check that W1th an ESF s1gna1 the EDG auto starts with a
.. fast start. :Voltage, frequency, -and maximum time are
"u-spec1f1ed as: ‘well as a. 5. m1nute run t1me
. : t I S
o 6.%with a s1mu1ated 1oss of one d1ese1 and offsite power,
= .~ check that d.4 specifications are achieved with the
exception no run time is given - - -
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7. with both Loop and ESF signals
a. check for proper load shedding form 1E busses

b. check for fast starting and loading of the EDG while
voltage and frequency are maintained for 5 minutes or
more

c. check that the EDG protective trips are automatically
bypassed. . Overspeed and generator differential
current are an exception to the trip bypass

Comment: Items d.4 through 7 were judged to be negative as
written. .Tests involved in 4., 5., and 6 were considered to be
unnecessary since specification item 7. appears to check these
same items. Section 2.3 will discuss how the regulatory objec-
tives of these tests can be achieved with fewer actual engine
starts and other desirable changes.

8. check for a successful 24 hour test run with 22 hours
greater than or equal to the continuous load rating and 2
hours at equal to or greater than the 2-hour load rating.
A fast-start is specified along with voltage and fre-
quency. Within 5 minutes of this test perform
4,8.1.1.2.d.7.b (another fast-start) surveillance

Comment: Judged to be negative. This specification, as
written, requires the engine to operate in excess of 13 hours
at the 2-hour rating. This is very harmful and exceeds the
manufacturer’s warranty and the Diesel Engine Manufacturing
Association (DEMA) rating schedule. Refer to Section 2.3 for
further discussion of this test specification.

9. check that the emergency loads do not exceed the engine
2000-hour rating

10. check the EDG capability to:

a. synchronize with the offsite sources while loaded with
the emergency power load

b. transfer the emergency power 16ad, and
c. return to standby status

Comment: Items d.9 and 10 appear to be neutral for aging.

They also appear to be completely unnecessary. The FSAR
addresses specification item 9 and item 10 and they are tested
each month since it is the only way to load the EDG units. The
components tested in item 10 are chiefly non-safety related
components.
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. 11. check that while the EDG is in-the test mode, an emergency
_signal. causes the EDG to 1) go to standby and 2) the emer-
"gency 1oads are energ1zed by offs1te power '

. 12;.check that the fue1 transfer pump ‘transfers fue1 to a]]
‘d1esels v1a cross connect1on 11nes ERE

!

" 13. check the accuracy, ‘within 10% of the 1oad sequencer
intervals

14, check - that the EDG Iockouts funct1on for
| ;a. turning gear engagement '
b. -emergency stops.

Comment ‘Items d.11 through 14 were ‘judged to be pos1t1ve, at
Jleast in-the absence .of -aging effects. -

e. ‘Simultaneous EDG engine‘fast-starting’test verifying rated -
speed ‘and time specifications on a 10-year basis or after .
s1gn1f1cant mod1f1cat1ons.

Comment Judged to be pos1t1ve on the test frequency bas1s
»f.- At least once per 10-years:.
‘ *U‘nlz' dra1n and clean the fue] 011 tanks”

_;,2., perform a pressure test of the fue] 011 system port1on
- designed ‘to ASME, Sect1on 3, subsect1on NP, at '110% of
' -design pressure:: R L SE ; ‘

T

Comment Judged to ‘be” pos1t1ve

4.8.1. 1 3 Report1ng requirements are def1ned

~Comment:. Reporting is neutra1 for ag1ng and has no 1nf1uence on the
'hardware . Comant

¢ “ed s
L ()

2.2} AGING AND RE] IABILIT R LATIONSHIPS

‘The NPAR d1ese1 generator study was or1g1na11y 1ntended to deve10p data
and information related to aging effects during ‘the ongo1ng Ticense per1od
This information was then 1ntended to be used pr1mar11y by the NRC to m1t1gate
aging and assist in formu]ating any requ1red new’ regu]atory act1ons How-
“ever, the 1nvest1gators work1ng ‘on the study soon started gett1ng 1nformat10n



from NRC and industry sources indicating that standards, regulatory guides,
technical spec1f1cat1ons, and plant procedures all contributed to aging in
various ways. The or1gjna] concept that aging m1tlgat1on was primarily
achieved through proper inspection, maintenance, and replacement has now been
expanded to include modified technical specifications, standards, and regu-
1atory guides.

Aging was the focal point of the NPAR study and re1iebi1ity issues were
chiefly being addressed for the diese]-generatoré by other groups. This con-
cept worked for studies involving causes and effects of aging. Later when
mitigation of aging was addressed, every useful corrective action proposed
seemed to increase reliability. Looked at another way, if it did not increase
reliability, it was not effective as an aging mitigation measure. The end
result was open cooperation with the staff working on reliability issues and
the use of the NPAR information in the reliability work.

After the linkage between aging and reliability was established and

" accepted, the interactions of applicable guides, standards, and the technical
specifications with aging and reliability were studied. Regulatory

Guide 1.108 was often cited by industry groups and individuals as a direct

~ factor in excess1ve eng1ne starts and the rapid eng1ne loading leading to
unexpected wear 1n certain eng1ne compeonents. The NRC staff increasingly
joined in this judgment and conclusion. One end result was the development of
a new draft regulatory guide to remove many of the provisions that induced
aging effects. Draft Regulatory Guide 1.9, Revision 3 is expected to be
released soon as an approved guide.

Many concerns addressed by Draft Regulatory Guide 1.9, Revision 3 can be
only partly resolved by the guide, because of adverse details in current plant
technical specifications. Current industry standards, and the technical
specifications may be revised to complete the impfovement envisioned for
diesel generator management.

2.3 OQUTLINE OF POTENTIAL BENEFICIAL CHANGES

This sect1on is. intended to outline the potentla1 changes in emergency
diesel generator operation that would result in less aging degradation or
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improved reliability. The technical -bases for these potential .improvements
are also presented. The methodo]ogy used in this section app11es the general
~information and data deve1oped in. the NPAR d1ese1 generator task to the engine
and generator ‘hardware to reduce aging . effects That is, what phys1ca1 'A“
changes would result in 1ess wear. and deter1orat1on or conversely 1mproved
reliability. .

The factors discussed.in this section, if implemented, would result in

" Tess aging and wear in any’diesel.engine in any normal power production appli-
‘cation. These same operational conditions have -then been ranked, beginning
with the most important, based upon-data and experience from nuclear p]ant

- emergency diesel generators.. Lo '

Potential igproVenents

Beneficial changes with the most potentlal for reducwng 'EDG aglng and
increasing reliability are as follows: ‘

1. S1gn1f1cant1y reduce the number of eng1ne starts on a month]y or
- yearly basis.. ’ R L , ‘ ‘

2. Reduce the 1oad app11cat1on rates’ for test1ng purposes and" gradua]]y
add load over a ‘15 minute’period.: , O . ,

3. Reduce the EDG test1ng Toads to 90% 'of the contintious Joad rat1ng or’
to ‘the plant emergency unit load, whichever -is less.

4. Increase the max1mum EDG start t1me to 25 to 30 second range for a11‘
engine operation demands. - - _: . X
5. Make necessary changes to support the reliability ‘emphasis of Reg-
ulatory. Guide 1. 9, Rev1s1on 3 and de]ete stat1st1ca1 emphas1s

6. "Address fuel.oil storage:to: perm1t f]ex1b111ty and a 1arger fract1on
-. . of stored fue] use before rep1acement w1th new fue] o
: P _
" '725-Many ‘unnecessary 'and ‘partially: redundant tests and eng1ne starts in.
. .the 18-month .period could be eliminated, as we]] as unnecessary
'englne starts due to fa]se ESF s1gna1s. IR

78.-.E11m1nate, where pOSS]b1E, short eng1ne run t1mes and excess1ve 1d1e
o time. 0 T T e e
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Technical Basis for Potential Improvements

| The technical basis for changes to the technical specifications to avoid
'aging and imprové reliability have been identified, researched, and reported
by the NPAR Program, DieSé] Generator Task. The Electric Power Research
Institute (EPRI) and the Nuclear Safety Analysis Center (NSAC) operated by
EPRI also have sponsored research and reported important results applicable to
technical specification improvement. Another major contributor to the tech-
nical basis for potential improvements has been the NRC staff and others work-
ing on engine reliability issues and the process of development of draft Regu-
Tatory Guide 1.9, Revision 3, "Selection, Design, Qualification, Testing, and
Reliability of Emergency Diesel Generator Units Used as Class 1E Onsite Elec-
tric Power Systems at Nuclear Power Plants.” The references listed include
the research from these sources.

Engine Starts

Reduction of the number of engine starts as a goal has had strong tech-
nical support and NRC staff attention for some time (J. T. Beard, 1982). The
French national utility (EDF) has implemented a goal to reduce the average
number of EDG starts from about 60/year in 1985 to 15/year (A. F. Colas,
1988). Draft Regulatory Guide 1.9, Revision 3 provides for some reduction in
the number of starts. The technical specifications may also be structured to
further reduce the average number of engine starts by reducing or eliminating
certain automatic engine starts (i.e., ESF signal) and test starts that par-
tially duplicate other tests. '

Starting the engine is a severe agﬁng stressor for certain engine compo-
nents such as the pistons and cylinder liners. During standby, oil drains
away from the liners and the:pistons, especially under warm standby condi-
tions. Dufing‘gtartup conditions lasting only seconds, these components may
experience wéif'exceeding normal running wear rates equal to many hours of
operation. Piston and cylinder liner scuffing are also more likely during
startup conditions. Obviously, neither scuffing or high wear rates add to
engine reliability.
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Engine Loading Rate
Aging stressors associated with fast loading in response to accident

signals are important. However, because of their frequency, the most impor-
tant are those associated with the periodic testing mandated by regulations
‘that simulate the starting and loading sequence that would be encountered .
“-during ‘an emergency. : Real ‘emergency -(unplanned) -fast -starts -amount to only 2%
of 'all starts, and the .rest :are tests (Nuclear Engineering International,
1987). Of the unplanned starts, -only about one-half .was followed by loading.
On .the average, there are only:5 incidents 1nvo]v1ng loss-of-offsite-power :in
the U.S. per year (EPRI 1987). '

Rapid 1oad1ng of ‘the’ eng1nes ‘without a11OW1ng ‘time for more normal ther-
ma] equ111brat1on is very harmful to the eng1nes. "‘When the' engine is called
‘upon to deliver ‘several megawatts of power in 1ess ‘than 60 seconds, the pis-
tons thermally expand very rapidly.“The cy11nder Tiners are 'water cooled and
expand much slower. The cylinder-piston clearance gap -may then be 1ost caus-
_ing metal-to-metal contact.r ThlS phy51ca1 meta] to-meta] contact’ can lead to
p1ston/cy11nder 11ner scuff1ng Later under emergency power conditions, this
- scuffed meta1 can reach temperatures 1n the 600 700 F range, wh1ch can then
1n1t1ate a crankcase explosuon (Hoop1ngarner et a] 1989) '

rReduct1onrof Test ‘Loads "'

The emergency d1ese1 generators are perhaps ‘the only 1arge components of
the p]ant safety re]ated equlpment that are rout1ne1y tested at much more than
100% of the emergency requ1rements “The' re]at1onsh1p between high loads and
wear is well known for typical piston engine app11cat1ons Eng1ne manufac-

. :turers“have indicated that aging-and wear significantly. increase after 95% of
the continuous load rating is achieved.-: ' :

The D1ese1 Eng1ne Manufacturers ‘Association (DEMA) has' defined-a "contin-
“uous’ rat1ng and a "2 hour rat1ng “based-on a 10% increase to the continuous
rating. - Non nuc]ear customers,‘typ1ca1]y as good pract1ce, load ‘the’ eng1nes
to 80 to 90% of ‘the continuous rating and rare]y exceed these power levels.
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This conservative use experience base, over decades of operation, is the basis
for maintenance practices and the generally excellent reliability reputation
of large diesel engines.

The nuclear industry often, in addition to the DEMA ratings, specifies
special 2000-hour and 168-hour power ratings. Operators at nuclear stations
may not fully understand the full implications of these ratings. The special
engine ratings are intended by the manufacturers to specify the combination of
loads and times which are to be followed by extensive engine disassembly to
inspect for heat effects and unusual wear. It is equally important to note
that these rating numbers are intended to represent the maximum loads and
times in each power range. These two facts are not well known. The safety
implications are that nuclear engines are routinely operated at high power
levels and may unknowingly exceed rating limits and times without inspections
being performed, as intended by the engine manufacturers.

Increase of Start Time

The maximum a]]owed'EDG start time was estab]ished based on the emergency
power needs of a coincident loss of offsite power (LOOP) and a loss of coolant
accident (LOCA) plus a very conservative 10 CFR 50, Append1x K calculation of
reactor core thermodynamics The 10- to 12-second EDG starting time imposed
by the typical plant technical specification is the result. There is no rec-
ord of an actual LOOP and LOCA coincident event. In addition, the NRC has
reduced the LOCA design applications and reconsidered the core thermodynamics
calculation. Sections 4.0, Related Studies, and 5.1 LOCA Considerations
supply additional details.

The increase of the maximum allowed EDG start time from about 10 seconds
to about 30 seconds appears to be more conservative from the regulatory per-
spective. There are three benefits for this technical specification change.
First, there is less risk of an overspeed trip'and subsequent engine mission
response loss. Second, significant reliability and engine performance
improvements are obtained. Third, less aging and wear occurs.

Following the rapid acceleration to speed, an overspeed condition always
occurs as the governor acts to gain control of the engine rpm. Often the
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‘result is an engine -overspeed trip and the failure to:;support:the intended EDG
function to .supply emergency power, ..-Also -this overspeed condition resuits-in
increased stresses in eng1ne and generator components that can acce]erate
mechan1ca1 wear and 1oosen generator W1r1ng

~An increase -in the permitted starting t1me should 1mprove re11ab111ty
To achieve-a 10-second start:the governor and fuel:rack adjustments are not
ideal  for:dependable:running:later when the engine is hot. This can lead to
unacceptable surging,:speed ‘hunting, and other engine faults.

~

Suggort of Re11ab111ty Emghas1 S
- Draft Regu]atory Gulde 1 9 Rev151on 3 currently 1n the f1na1 NRC

release process, has a re11ab111ty"emphas1s rather than a stat1st1ca1 ba51s
for regulatory guidance. This new guide was: ‘developed ‘with .assistance and:
information from EPRI, NUMARC,- SAIC,.NRC,-and-the EDG aging task of the NPAR
Program -(Lofgren et al. 1988,:Vol.-1 and 2). . Accelerated-testing, rapid-
_engine loading and certain other practices-have been dropped-since it was .
-y determined :that such practices could.not be. supported (Hoopingarner.et al.
1989). The intent of the new guidelines-should be incorporated into any
proposed technical specification changes. '

Fuel 0il Storage

Current techn1ca1 speC1f1cat1ons requ1re that about a'seven-day fuel oil
supp]y be on hand at all times for emergency use. Th1s has 1mportant reli-
ability and aging consequences as developed in the NPAR aging study. Briefly,
this rather 1arge amount. of fuel- oi] ds subJect to. severa] aging mechan1sms
and the current allowed use of fue1 does not perm1t effect1ve management
Re11ab111ty would be 1mproved if the 11censees were perm1tted to use a larger
fract1on of the fue] before rep1acement and they were encouraged to run the
engines; for ]onger time perlods and use the 0il at a faster rate.:_@h;

One change that appears to be reasonab1e and pract1ca1 for fue] o11 man-
agement would allow greater management flexibility without .any significant
‘public risk change.. It is to reduce.the minimum fuel oil supply to about
.3-4 days. This-is ample for a1most,any;conceivab]e_emergeneyland‘a11ows
enough time to organize additional supplies. A potentiaT supply method,
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modern heavy-1ift helicopters, could supply additional fuel for any additional
emergency duration, and overcome.adverse transportation problems.

Particulates and other standards allowed for new fuel are found in Fed-
eral Specification VV-F-800, ASTM D975 and other supporting standards. These
specifications for new fuel are applied to fuel in long term storage, without
any exceptions. - For typical military applications fuel stored for more than
90 days is considered old fuel. Regulatory Guide 1.137, allows fuel to be
stored for 10 years before cleaning out the tanks. With such long term stor-
age some degradation should be provided for by perhaps allowing color changes,
an increase in particulates (maybe twice or three times new fuel standards),
and adding control of drganic contaminants.

Unnecessary and Redundant Testing

Discussions with EDG consultants and engine manufacturers have provided
information on qualification and periodic engine tests with marginal or non-
existent justification. The NPAR study also documented aging and the lack of
observed benefits for some testing (Hoopingarner et al. 1988 and 1989). Can-
didates for tests that could be eliminated are:

o The engine hot restart test. This is not a problem area and does
not need to be tested.

o The LOOP and ESF actuation signal start test is adequate and the
separate LOOP and separate ESF signal start tests are redundant and
provide no additional information.

o 18-month tests involving synchronizer and load transfer equipment
are completely redundant and also test non-safety related functions.
This equipment is used each month in performing the EDG surveillance
testing and thus, it already tested adequately.

o The continuous (full) load rejection test is adequate and the less
severe partial load rejection test is redundant and has almost no
potential of revealing new information or problems that the: full
load test would not reveal.

Engine Run/Idle Time

The NPAR aging study documented results showing that some engine types
are sensitive to running and idle time. Short-run times at full power have
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more aging effects than longer operating periods. Conversely, Tonger time at
idle is more harmful (Hoopingarner et al. 1988 and 1989).

Helpful changes for reliability would include reducing the requirements
for engine starting followed by a standby period and either the elimination of
5-minute test runs or incorporating such short tests into a longer test
series. A simple change to eliminate the automatic engine start upon an ESF
actuation signal would reduce both short-run and idle-run times since most of
these signals are either false signals or test signals.
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- 3.0 - AGING INFORMATION AND APPLICATIONS-TO TECHNICAL SPECIFICATIONS -

In the NPAR Program emergency diesel generator systems were eva]uated to
1) determine -which components and subsystems were subJect to aging, how they
failed, and with what frequency, 2) determine the adequacy of surveillance,
inspection, anditrending methods, 3) assess the role of maintenance and other
industrial practices in resolving aging effects, .and 4) assess the role of
regulatory practﬁces, guides and technical specifications on aging. The over-
all objective of this’study was to provide information to assist regulatory
organizations and plant operators to understand the role of aging in emergency
diesel generators

The study to date was performed in two phases Phase i which was com-
pleted and provided general background material for: th1s report was concerned
with defining which diesel generator system components fa11 and the principal
causes of the observed failures. The principal obJect1ve of Phase IT was to
develop 1nformat1on and recommendations to assist regu]atory organizations and
plant operators 'in the improvement of diesel generator re11ab111ty and the
management of aging influences. This activity has -been performed with inter-
action with the NRC Staff, industry, and code and standards committees.

3.1 PHASE I-DATA APPLICATIONS

_ This techn1ca1 eva1uat1on report app11es the results of the Phase I
‘;act1vity of the Diesel Generator Aging Research Program which is reported in
detail in (Hoopingarner et al. 1987). The principal issues addressed in
Phase I included the following: - ;§;~7 fi'ﬁv;[ LT

. 0bservab1e aging; failures, causes, and 1ocat1ons,p~»f'd‘

. 1mportant aging stressors 1nc1ud1ng operat1ons and regu]atory )
effects, and

o potential corrective actions:and mitigating measures. -

" -The statistical ana1jsis performéd"as'part of the'Phasé I effort resuited
in’the-identification‘of 'failures and ranking of the stressors: 1dent1f1ed in
‘Tables 3.1 and 3 2 that can “lead'to" the fa11ure of d1ese1 generator
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JABLE 3.1.

Systems and Components Subject to Aging-Induced Failures

Resulting In Loss of Function of Unit

Systems and_Components

Percentage of
Aging-Related Failures

Instruments and Control Systems

Governor
Control Air System
Wiring and Terminations
Sensors
Fuel System
Engine Piping
Injector Pumps
Injectors and Nozzles
Starting System
Starting Air Valve
Controls
Starting Motor
Cooling System
Piping
Pumps
Heat Exchangers
Engine. Structure
Crankcase
Cylinder Liners
Main Bearings
Other Systems

TABLE 3.2.

26
12
3
2
2

15
7
5
2

10
5
2
2

10
3
2
2

9
3
2
2

30

Causes of Aging-Related Failures that Result in

Loss of Function or Reliability

Failure Cause

Percentage of
Aging-Related Failures

Adverse conditions - vibration, shock 32

Poor manufacture or construction quality control 23

Adverse environment - dust, humidity, etc 15

Human error - maintenance, operation 9

Poor design - wrong application or component 7

Other ~ 15
components. Another valuable ranking of these stressors and their relative

importance was obtained from an industry-wide workshop on diesel generator
aging held under the auspices of the NPAR Program (Hoopingarner 1987, Vol. 2).
Attending were representatives of U.S. utilities, vendors, contractors, con-

sultants, and the national laboratories.
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this workshop was to obtain the industry’s perception:of issues. and :problems
regarding nuclear service diesel ‘generators and- to identify potent1a1
solutions. ; SR

" “The “workshop attendees'identified ‘some of the same’ ag1ng stressors as
- found-in the statistical analysis- of the data base and summarized in -
Table 3:2.' However, they added other: stressors and ranked them in a somewhat
different order of importance as-shown in-Table 3.3..: This table suggests that
the principal stressors-leading to:the-aging of diesel .generator components
are environmentally related.- The:second, third; and .fourth most important
stressors were,; in order, maintenance practices, testing -practices, -and oper-
ating -practices.. It-was apparent :from the expressed concern about aging ..
degradation- factors, the workshop participants. perceived that deterioration of
diesel :generator. systems to be influenced:by their normal ioperating ‘environ-
ment, including the-.influence of iguidelines-and other regulatory. requirements.
L R T RPN TSI SEPERR e SN

3.2 PHASE 11 AGING MITIGATION OPPORTUNITIES

Phase II.activities,were-intended;to;develop;information on aging mit-
- igation and'aging-management;opportunities;for-the diesel-generator system.

K “___v."

ABLg 3 WOrkshop Partic1pant's View of MaJor Ag1ng Stressors

X0
a9
=
o

Ma1or Stressors

EnV1ronmenta1]y 1nduced - dust water, heat o11, chem1ca1, etc
' “"Maintenance-errors - 1nadequate training, etc

_Fast starts-and other regulatory-induced. factors ;

Design 1nadequacy - wWrong. app11cat1on, or. poor component

"Operation induced - 1nadequate training -and sk11ls'

Vibration induced ' .. - S e o

Fuel or lubricant degenerat1on ’

Gasket, seal, or organic mdterial degeneration

Inadequate spares - quality, storage, ordering problems, data and

specifications

Corrosion

— .
. e o s s 68 s 2 0

11. Thermal stress

12. Manufacturing or quality problems
13. Fatigue not related to vibration
14. Others
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This has been done and the results have been published (Hoopingarner et al.
1988 and 1989). Many seminars and presentations have been given, outlining
improvement possibilities and to.carry out the technology transfer respons-
ibilities defined in the task plan and requested by the NRC Project Manager.
Fortunately, many improvement possibilities were developed by many individuals
and groups within industry, the NRC staff and the PNL research task.

In NSAC/96 (Muralidharan 1986) discussed in Section 4.1 in this report,
the Nuclear Safety Analysis Center in their "NSAC Perspective" introduction
cited fast starts, fast loading and the large number of tests as acting to
increase diesel generator stress and wear. The PNL data confirms this list
and adds excessive testing loads as another important stressor. The important
concern is that these stressors are all imposed on the licensees by current
NRC guidelines and technical specifications. Fuel o0il also ages, but it is
not an engine stressor. However, reliability is affected and it is part of
the specification and minor specification changes would permit better fuel oil
management. . '

Based upon Phase I results, other input:from the nuclear industry, and
new Phase II research results, it was concluded that significant opportunities
exist for reduction of aging effects and long-term improvement in diesel-
generator system reliability. The key to this improvement in reliability and
reduction in aging effects is 1) the reduction in the fast-starting, fast-
1oéding, and heavy-ioading stressors imposed by current guidelines and reg-
ulations, 2) the implementation of new recommended testing and trending
procedures, and 3) the‘iﬁprovement of certain maintenance practices
(Hoopingarner et al. 1989). The scope of this technical evaluation report is
limited to the first key improvement recommended.
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4.0 RELATED STUDIES - .

The 10- to 12-second starting time imposed -by:the -typical plant Technical
Specification is the result of 10 CFR-50, Appendix:A, requirements which -
define a conservative approach to the calculation basis for a large-break loss
of coolant accident (LOCA) with a:coincident loss-of-offsite-power. Recently,
the NRC outlined a new, more rea11st1c, approach for perform1ng LOCA analyses.
Under sponsorship of the NucTear Safety AnaTys1s Center (NSAC), studies were
performed by -General. ETectr1c (Mura11dharan 1986) and West1nghouse (Schwarz
1988) to investigate the 1mp11cat1ons of th1s more reaT1st1c anaTys1s and cal-
culation method for the emergency. d1ese1 generator start1ng t1me " Both
studies revealed that considerable relaxation of the current 10- second start-
ing time requ1rements may be poss1b1e

4. 1 SUMMARY 0F BWR DIESEL STARTING TIME STUDY

The resuTts of the BWR study 1nd1cated that the start t1me coqu be ‘
increased to 118 seconds 1n 2 typ1ca1 BWR/G WTthOUt the peak fue] temperatures
exceeding the. 2200 F T1m1t 1mposed by 10 CFR 50 Append1x K, for a comb1ned

LOCA and loss- of-off51te -power. (LOOP) The results further show that for a
1600°F peak cTadd1ng temperature, the d1ese1 generator start t1me can be
70 seconds.

_ L1censees have been requ1red to use a set of gu1deT1nes estabT1shed by
,’the NRC and. stated in. Append1x K of 10 CFR 50 These gu1de11nes have several
built in. arb1trary conservat1sms Recent]y, the NRC out]ined in SECY -83- 472 a
new rea11st1c approach for perform1ng ECCS ana]ys1s and gave approvaT to Gen-
eral ETectrlc to use th1s new approach in the1r SAFER/GESTR LOCA computer

. code. . The resuTts were pub11shed 1n (Mura11dharan 1986) “Effect of DleseT
CaTcuTat1ons Th1s report addresses the sens1t1V1ty of peak c]add1ng tem-
perature that 1s determ1ned us1ng the rea11st1c LOCA anaTys1s approach out-
Tined in SECY- 83- 472 for various d1eseT generator start durat1ons

SAFER/GESTR is an improved thermal-hydrauiic code developed by General
Electric Company and has been approved by the Nuclear Regulatory Commission
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(NRC). Sensitivity/Analyses using this code, were performed to evaluate the
changes in the fuel peak cladding temperature of a typical BWR/6 for various
start-up durations of the Emergency Core Cooling System (ECCS), diesel/
generators, and stroke-times of the associated injection valves.

4.2 SUMMARY OF PWR DIESEL STARTING TIME STUDY

In the PWR study, 1t was shown that the start time cou]d be increased to
53 seconds in a typ1ca1 West1nghouse four-loop plant without exceeding the
2200°F peak c]addlng temperature limit. The study further showed that the
diesel start delay time could be increased from 10 seconds to 33 seconds with
only a small increase in the peak cladding temperature (PCT) (from 1706°F to
1795°F).

The containment cooling effects of relaxed diesel start delay times were
also evaluated in the study using the COCO computer code. When the maximum
allowable diesel start delay times, as defined by the WCOBRA/TRAC large break
LOCA analyses, were used 1n the containment 1ntegr1ty analyses, it was found
that the peak conta1nment pressure during the transient was well below the
conta1nment design pressure Timit. However, the equipment qualification
deS1gn envelope may be exceeded wh1ch Timits the diesel start delay time to
45 seconds.

The Westinghouse study concluded that a diesel start delay of 30 seconds
was defendable with current]y accepted licensing calculations. Longer delays
] may be possible, but ‘these would require the ana]ys1s of additional transients
'fand improvements 1n ana]yt1caT methods, particularly in the area of equipment
qua]1f1cat1on The actua] sensitivity of a given PWR design to diesel start
de]ay time and the appllcatlon of the results to regu]atory and design limits
would vary depend1ng on the particular PWR considered. The reported calcula-
tions were done uéihg the Appendix K revision of WCOBRA/TRAC computer code for
a typical Westinghouse 4-1obp PWR. The results were published in (Schwarz
1988) "The Effect of Diesel Start Time Delay on Westinghouse PWRs."
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5.0 DIESEL GENERATOR MISSION ANALYSIS

: The most 11ke1y backup e1ectr1ca1 power need for nuc1ear power plants is

when offsite ac power is. lost but the p1ant rema1ns fully funct1ona1 other-

wise. This is the key need or m1ss1on for the Emergency Diese] Generator i
System. It .is a single fai]ure type of emergency cond1t1on, because a severe

- winter ice storm or severe wlnds (tornado) may d1sab1e both offs1te power
-sources at the same t1me In th1s case pub11c safety is ensured if adequate

ac power . from any source 1s ava11ab1e in about a 5-m1nute time frame, since

 the undamaged p]ant is ab1e to cope w1th .an ac power 1oss for time per1ods of

10 minutes, or more,. before damage to sens1t1ve components wou]d be1ng

“.A-much 'less 1ikely.emergency. e]ectr1ca1 ‘power need for nuclear: power
plants is the emergency developed when both offsite ac power is lost (LOOP
event) and the plant develops a severe breach of ‘the primary coolant -boun-

»dary, or a LOCA event. Based on Section 4.0 1nformation, ac power is needed

in about 30 or more seconds for th1s comb1nat1on of events To put this in
perspect1ve, the LR S nuc]ear power 1ndustry has never experlenced a 1arge-
break loss of coo]ant event w1th a. co11ect1ve exposure of over 1000 reactor-

years of operat1on It may be further assumed ‘that after about 8 to 10 hours
“after a postu]ated LOCA event starts the p]ant w111 have ‘been cooled down if

norma] power is ava11ab1e “If ‘thena loss of ac’ power ‘occurs, the ‘emergency
is essent1a]1y over as far as offs1te r1sks to the pub11c are concerned. In
p1a1n 1anguage, the r1sk 1s essent1a11y non ex1stent for the comb1nat1on LooP

and LOCA events. = = - '

, It is 1nterest1ng to observe that in’ contrast to the"analysis: presented
1n th1s report ""that current NRC gu1de11nes and technical’ Spec1f1cat1ons tend

,pto 1gnore ‘the loss of offs1te power event and focus instead on the hypothet-

ical s1tuat1on where both LOOP and LOCA ‘events ‘occur- together. Design con-
;fs1derations, eng1ne purchase spec1f1cat1ons, instrumentation Togic, "and -
A’fper1od1c test1ng are a11 1ntended to: m1t1gate this very rare postulated acci-
“dent. Unfortunately, 1n do1ng ‘so EDGSs are subJected to many cond1t1ons that

are harmful to aging and’ re11ab1]1ty ‘concerns.
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5.1 LOCA CONSIDERATIONS

A major change has been made to 10 CFR 50, General Design Criterion 4,
wh1ch accepts leak- before-break analysis and detection for all large-diameter
primary system piping. In essence, the LOCA event no longer has to be a
design concern forvpipihg hangers, supports, snubbers and the piping system.
Howéver, this LOCA'evenf_design relaxation has not been extended to the emer-
gehcy diesel generator'syStém, nor to equipment qualification. Therefore the
present EDG system ]argé-bréak LOCA operating conditions should be retained
for EDG design réquirements and qualification purposes. But, as discussed in
the mission analysis and for aging concerns, there is 1ittle justification to
continue with the routine testing of EDG equipment for fast-starting and
rapid-loading capabilities associated with the large-break LOCA conditions.

5.2 STATION BLACKOUT CONSIDERATIONS

Diesel generator reliability has always been a concern of the NRC staff
and previous U.S. regu]atory administrations. In 1985, Generic Safety
Issue GSI B- 56 'Drese] Reliability" had the highest safety priority in
NUREG-0933, "A Prioritization of Generic Safety Issues."

In response to these historical conditions, the NRC staff has acted by
the issue of Regulatory Guide 1.155, "Station Blackout" in August, 1988 which
identifies a need for a reliability program. This reliability program for
emergency diesel generators is designed to maintain and monitor re1iabiTity
levels selected for compliance with the Station Blackout Rule 10 CFR 50.63.

Regulatory- Guide 1.9, Revision 3, "Section, Design, Qualification, Test-
ing, and Reliability of Diesel Generator Units Used as Onsite Electric Power
Systems at Nuclear Power Plants” is in the final NRC approval process. It
integrates into a single guide pertinent guidance previously addressed in Reg-
ulatory Guides 1.108, 1.9, Revision 2 and Generic Letter 84-15. Regulatory
Guide 1.108 will be withdrawn after the issue of‘Regu1atory Guide 1.9, Revi-
sion 3 which is consistent with industry guidance contained in NUMARC-8700,
Appendix D. These two guides have resolved GSI B-56.
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In Regulatory Guide 1.9, Revision 3 many prior operational and testing
practices that were found to be harmful to engine reliability and 1ife, such
as cold fast starts, have been deleted. The development of this regulatory
guide utilized information obtained through the NPAR Program, Diesel Generator
Task. This same information should be applied to any revision of the plant
Standard Technical Specifications.

5.3 SUMMARY OF MOST LIKELY MISSION RESPONSE NEEDS

With over 1000 reactor years of operation in U.S. regulatory history
without a Targe-break LOCA event for primary water containment and with the
recent 10 CFR 50 General Design Criterion 4 (leak-before-break) rulemaking, it
may be concluded that the true mission envelope for the diesel-generator may
be considered with consequential benefits. The most realistic mission envel-
ope envisioned from the analysis of the NPAR diesel aging study data is:

e Reliability
--very high, greater than 0.95 for each engine

o Duration
--three to four days appears adequate

e Start Time
--thirty seconds is an acceptable compromise with conservative
margins. If Leak-Before-Break considerations are extended to the
EDG system, within 1 minute .should be acceptable.

e Engine Load
--The emergency ac electrical load for the best practice design
should be in the range of 70 to 90% of the EDG continuous rating.
--For testing the load should be the emergency ac electrical load or
90% of the continuous rating, whichever is less.

e Start and Load Time

--for design and qualification, about 100 seconds (BWRs)

--for design and qualification, about 50 seconds (PWRs)

--for routine testing, rapid loading should be avoided (recommended
gradual Toading over a time of 5 to 15 minutes or more)

--for six months or outage testing, same as design and qualification
time [if General Design Criterion No. 4 (leak-before-break) is
further relaxed to include emergency power, fast-starts may be
eliminated]. :
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6.0 OTHER REGULATORY OPTIONS FOR SAFETY AND CONTROL -

Regu]atory bod1es have respon51b111t1es to exerc1se contro] to ensure

-:public-safety. - In-the nuclear. dndustry. regu]ators have opt1ons to exerc1se
-this control by -use.of various 1evels of overview. Conceptua11y, these 1eve1s

may be viewed as a pyramid with the p1ant procedures at the bottom. The next
levels are industry standards and gu1des, then regu1atory guides, and f1na11y
technical specifications at ‘the top of the pyram1d Of course this illustra-
tion could include many other types of NRC related documents such as FSARs,
Notices, Bulletins, and others, but these do not seem to be true alternatives
to the type of control 1nformat1on g1ven 1n techn1ca1 spec1f1cat1ons

It would be presumptuous for a techn1ca1 eva]uat1on report to spec1fy
wh1ch d1ese1 generator concerns be]ong 1n each category of procedures, stan-
dards, . regu]atory gu1des, or techn1ca1 spec1f1cat1ons However, it may be
he]pfu] to app]y the 1ns1ghts and rlsk percept1ons obta1ned in the diese]
generator research study to 1nd1cate wh1ch genera] 1tems be]ong next to the
top and which are re1at1ve1y unlmportant ‘and should be ‘near the p]ant proce-
dures at the bottom.

The general intent of the improvement program that the NRC:is acting on
for the Standard Technical Specifications is to S1mp11fy them and to eliminate
requirements that have no important safety role The EDG research on diesels
also noted that plant personnel were aware of the 1ncreas1ng difficulties in

making changes that would tend to 1mprove safety, 1ncreas1ng1y as'the change

progressed up the pyramid ‘concept discussed above.: Plant procedure changes
took effort, but they were done most often. If the change affected a tech-
nical specification requ1rement, then it was rare]y attempted even when
safety and reliability benefits may have appeared obvious to the p1ant per-
sonnel. The implication of this observation is:that the NRC staff-collec-
tively can effectively increase safety by ensur1ng that regu]atory contro] is
placed at the right level and 1t 1s no h1gher than necessary
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6.1 TECHNICAL SPECIFICATIONS

The number of ac sources, their independence, and the 1imiting conditions
for operations have the utmost importance and these control elements directly
in?]uence pub1jc risk. These are obvious illustrations for proper specifica-
tion control elements. Other items with higher risk significance include the
 following:

e Engine load rating (i.e., continuous ratihg).

e Fuel o0il gross tank capacity.

e Needed electrical output pafameters, voltage, frequency, etc.
) Re1iabi11ty‘categoryvselected j.e., 0.95 or 0.975.

e Desired emérgency EDG starting and loading times, electrical loads
and sequence, fuel oil inventory levels, and related parameters.

e Desired EDG test conditions; startup, loading schedule and permitted
prelube andApost-test operation schedules.

¢ The scope of surveillance; daily, monthly, refueling and 10-year
periods.

6.2 REGULATORY GUIDES AND INDUSTRY STANDARDS

Regulatory éuides and industry standards are good options for items of
Tessor importance, these may include:

o engine qualification and design standards
e important definitions and scope diagrams for the system
e surveillance test details, test descriptions, and guidelines
. re1iabi]ity,improve¢ent practices
- o reliability measurement guidelines
e reporting requirements

e descriptions of EDG control logic needs.
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6.3 PLANT PROCEDURES

Plant procedures are subject to rigorous approvals by the plant staff and
are subject to additional NRC overview at the plant, region, and national
levels. Plant procedures should supply the important supporting details for
plant operations, maintenance, testing, and other EDG concerns. Examples of
these control elements are: '

o Tests of non-safety re]ated'equipment such as EDG frequency
synchronization equipment and load transfer tests.

e Maintenance and test procedures.

e Test parameters for EDG condition monitoring, temperatures,
pressures, and flows.

e Engine lockout, protective trips for plant equipment, and plant
personnel safety concerns.
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